
Cat 6 Horizontal Terminations - 

GigaBIX Mount
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Horizontal Terminations

All cables will be labeled in 

sequential order.

The numbering sequence 

for horizontal cables  will 

always begin with 0001

For buildings with multiple 

communication rooms: the 

numbering sequence for 

each communication room 

will begin with 0001. 

All cables are machine printed using 

Ariel Font

All strips are blue in colour to identify 

horizontal cable
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